FIRE EVACUATION
BY ELEVATORS

by John H. Klote, Scot P. Deal, Edward A. Donoghue, Bernard M. Levin and Norman E. Groner

of persons from fire who cannot travel building emer-

gency exit routes in the same manner or as quickly
as expected of able persons. One proposed solution for pro-
viding safety for these people is the use of elevators. How-
ever, today's elevators are not intended as means of fire
egress and they should not be used for fire evacuation
(Sumka, 1988). .

The idea of using elevators to speed up fire evacuation
and to evacuate persons with disabilities has gained con-
siderable attention (Bazjanac, 1974; Bazjanac, 1977; Pauls,
1977). On February 19-20, 1991, the American Society of
Mechanical Engineers (ASME) held a symposium in Balti-
more entitled “‘Fire and Elevators.” Several of the papers
at this symposium dealt with fire evacuation by eleva-
tors (Degenkolb, 1991; Fox, 1991; Gatfield, 1991; Klote and
Tamura, 1991; Pauls, Gatfield and Juillet, 1991).

In New Orleans on May 20, 1992, the National Fire Pro-
tection Association (NFPA) held a panel session on ‘‘Use
of Elevators in High-Rise Buildings During Fire Emergen-
cies." Several participants at the NFPA session noted
changes in ideas and attitudes since the ASME symposium.
A workshop on “‘Elevator Use During Fires’” was held at the
National Institute of Stahdards and Technology (NIST) in
Gaithersburg, Maryland on September 29, 1992. Because
ideas on this topic are progressing quickly, ASME has plans
in the works for another symposium in a year or so.

This article is about the NIST workshop, which consisted
of presentations and an open discussion. The presentations
were about NIST elevator research by John H. Klote, human
considerations by Bernard M. Levin and Norman E. Groner,
and industry concerns by Edward A. Donoghue.

NIST Elevator Research
Elevator Smoke Control

Field tests of elevator pressurization systems (Schmidt and
Klote, 1982; Klote, 1983; Klote, 1984), funded by the U.S.
Department of Veterans Affairs, showed that elevator pres-
surization systems designed to prevent smoke flow through
elevator shafts (hoistways) were not appropriate for the
smoke protection of elevators intended for fire evacuation.

To develop information about elevator smoke control for
fire evacuation, a joint project between NIST and the Na-
tional Research Council of Canada (NRCC) was established.
This joint project included the following:

a) the development of elevator smoke control system con-
cepts (Klote and Tamura, 1986a);

b) atheoretical and experimental study developed an ap-
proach for designing elevator smoke control systems to
withstand the pressure fluctuations produced by the motion
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of elevator cars (Klote and Tamura, 1986b, 1987; Klote, 1988);

c) verification of the system concepts by a series of full-
scale fire tests in the 10-story fire tower near Ottawa (Tamura
and Klote, 1987a, 1987b, 1988).

Based on the above research, design information for ele-
vator smoke control was developed (Klote and Tamura, 1991).
This design information is also incorporated in the revised
smoke control manual (Klote and Milke, 1992).

Elevator Evacuation Project

The General Services Administration (GSA) funded a
project to study the feasibility of elevator evacuation
systems for office buildings and to develop design con-
siderations. The focus of this project was the use of ele-
vators to evacuate the general population during fire
emergencies. The project included evacuation of people
with disabilities and the use of stairs in combination with
elevators. The elevators need protection from heat, smoke
and water. Such protected elevators would facilitate fire
service rescue and mobilization.

This project addressed system concepts, goals, objectives,
engineering considerations, human considerations, calcula-
tion of evacuation time and potential applications. The foliow-
ing sections address the water problem, calculation of evac-
uation time and potential applications of elevator evacuation.

For more detailed information about this elevator evacua-
tion study, readers are referred to the final report of this proj-
ect (Klote, Alvord, Levin and Groner, 1992) and the human
factors study (Groner and Levin, 1992).

Water Problem

Of eight engineering considerations addressed in this proj-
ect, the most significant is the potential for water damage
to elevator system components inside the hoistway. During
a building fire, water from sprinklers and fire hoses can
damage electronic, electrical and mechanical components
of the elevator system. Two potential solutions to the elevator
shaft water problem are:

1. Use elevator system components that can function in
a wet environment; and

2. Prevent water from entering the shaft.

Currently, many elevators operate outdoors on exterior
walls of buildings with many of the system components ex-
posed to rain, wind and extremes of temperature. Thus, it
is technically feasible to build elevators with water-protected
components which will operate during a fire. However, main-
tenance of such water-resistive components on elevators not
exposed to the elements is a concern. For example, systems
inadvertently repaired with non-water-resistive components
can operate properly under normal conditions without indica-
tion of the improper parts.

Vol. 41, No. 6, 66-70,72-75, June 1993.



Elevators can be constructed to prevent water entering the
shaft by use of floors sloping away from the elevator door.
Floor drains can be part of such an approach. This approach
has the advantage of requiring aimost no maintenance.
Further research is needed to determine which approach
to water protection for the elevator shaft is the most prac-
tical and cost-effective.

Calculation of Evacuation Time

The movement of people during a fire is complex, includ-
ing use of some elevators and stairs by the fire service, some
evacuation routes bemg out of use because of smoke or fire,
and occupants going against the normal flow of people to
rescue others. This flow is much more complicated than that
which occurs during fire drills. Analysis of this complex flow
was beyond the scope of the GSA Elevator Evacuation Proj-
ect. However, a computer program, ELVAC, was developed
to calculate the evacuation time by elevators during a fire
drill. This idealized evacuation time is useful in comparing
the relative evacuation time for different buildings.

The approach used in ELVAC is based on quitting time
(outgoing) traffic calculations of Strakosch (1983). In ELVAC,
the evacuation time, ¢,, is”
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where 1,; is the time for round trip, j; m is the number of
round trips; J is the number of elevators; 7 is the trip ineffi-
ciency; 1, is elevator evacuation start-up time; and 1, is the
travel time from the elevator lobby to the outside or to another

safe location. The round trip time depends on the travel time
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of the elevator and on the number of people traveling in the
elevator, as discussed later. The travel time from the elevator
lobby to a safe location can be evaluated by conventional
methods of peopie movement (i.e., Nelson and MacLennan
(1988] or Pauls [1988]). The trip inefficiency accounts for trips
to empty floors and trips to pick only a few stragglers.

The elevator evacuation start-up time is the time from ac-
tivation to the start of the round trips that evacuate people.
For automatic elevator operation, the computer considers
that evacuation starts after all of the elevators have been
moved to the discharge floor. For manual operation, the time
for elevator operators to be alerted and then get to the ele-
vators must be included in the start-up time.

The round trip time consists of the standing time plus twice
the travel time. The standing time is the sum of the time to
open and close the elevator doors twice, the time for people

th 1 #, an
to-enter the elevator and the time for pvup!e to leave the

elevator. Typically, elevator travel consists of constant ac-
celeration motion, transitional acceleration motion, constant
velocity motion, transitional deceleration motion, constant
deceieration motion and leveling motion. The time for most
of these motions are obtained from equations that can be
found in most elementary physics texts. However, the tran-
sitional motions are estimated by an approximate equation
and the leveling time is taken to be a constant.
Potential Applications

Four GSA buildings were selected to be analyzed as
potential applications of elevator evacuation. The buildings
were the Hoffman Building It in Alexandria, Virginia; the
White Flint North Building in Bethesda, Maryland; the Jack-
son Federal Building in Seattle, Washington; and the General
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Services Administration Building in Washington, DC. These
buildings were selected in an attempt to study buildings
of different heights, elevator capabilities and architectural
characteristics.

Numerous ELVAC runs were made for each building to
obtain a combination of stair and elevator evacuation that
would minimize evacuation time. The evacuation times us-
ing stairs were calculated by conventional methods of peo-
ple movement (i.e., Nelson and MacLennan [1988] or Pauls
[1988]). Some general information about the buildings and
the extent to which evacuation time could be reduced are
shown in Table 1. The savings in evacuation time by using
a combination of elevators and stairs over using only stairs
ranged from 10% to 50%. It is concluded that the poteniial
for reduced evacuation time is generally greater for taller
buildings than for shorter buildings.

Discharge lobbies and floors must be able to handle the
flow of peopie. Conventional methods of people movement
were used to evaluate the extent to which the elevator iob-
bies and paths to the outside are sufficient. In the Hoffiman
Building and the White Flint Building, the discharge capacity
was insufficient for the flow resulting from operation of all
the elevators. Thus, evacuation calculations were done with
a reduced number of elevators operating.

Staging Area Study

The staging area project was not about elevator evacua-
tion, but it is included here because it is relevant to elevator
evacuation. At the direction of the U.S. Congress, GSA modi-
fied six buildings for fire protection of persons with mobility
disabilities. The two types of systems used were staging
areas and horizontal separation. The staging areas are in-
tended as spaces in which people with disabilities can safely
wait during a fire. These staging areas are similar to the
areas of refuge required in some applications by the imple-
mentation of the Americans with Disabilities Act (Departmient
of Justice, 1991). Horizontal separation consists of one or
more barriers which divide a floor into separate areas with
the intent of restricting smoke and fire. These barriers in-
clude automatic closing doors.

The staging area project consisted of field tests, fire threat
analysis and human behavior studies. A brief overview of
the project is presented here. If more detailed information
is desired, the reader is referred to Klote, Nelson, Deal and
Levin (1992), and Levin and Groner (1992).

The spaces that were turned into staging areas include
passenger elevator lobbies, service elevator lobbies, sec-
tions of corridors and rooms. The six buildings modified were
the Veterans Administration Building, the Whipple Federal
Office Building, the Toledo Federal Office Building, the
Bemidji Federal Office Building, the Cohen Building and the
Pension Building. Table 2 lists the spaces used as staging
areas in each of these buildings, along with some other
general information.

Field tests of the six GSA buildings were conducted, which
determined leakage areas between staging areas and other
building spaces. These areas were obtained by pressuriza-
tion tests using the staging areas’ own pressurization smoke
control systems. Also, leakage areas of gaps around doors
in barriers of horizontal separations were measured.

An essential step in evaluating the capability of the stag-
ing areas and related systems.to fulfill the fire safety needs
of persons with disabilities is the evaluation of the potential
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fire threat that may be faced. The procedures used include
the models and other evaluation features contained in the
fire hazard analysis programs of FRETOOL (Nelson, 1990);
the procedures outlined by Steckler (1989) for estimating the
conditions developed by smoke flow through corridors; the
smoke flow model ASCOS (Klote and Milke, 1992); a
sprinkler fire suppression algorithm (Madrzykowski and Vet-
tori, 1992); and the N-GAS Toxicity Model (Bukowski et al.,
1989). Fires were selected so that, for each location, there
would be: (1) a fire that would (if not suppressed) produce
flashover in the given room or space being analyzed; (2) a
fire that in the same space would approach but would not
reach flashover; and (3) a smoldering fire. Analysis of esti-
mated movement time to staging areas were made for able
and disabled persons.

The following conclusions apply specifically to the installa-
tions investigated in six GSA buildings. Since these buildings
represent a wide range of sizes, shapes, geographical loca-
tions and approaches to safety, it is believed that methods
of analysis used in this paper are applicable to many other
buildings. However, individual buildings will require individual
engineering -analysis. *

1. Staging areas can be either a haven or a hazard. The
difference is highly dependent on details of design, the type
of fire exposure, outside wind and temperature conditions,
and the capability and reliability of the smoke control pres-
surization system. Without pressurization, all staging areas
are subject to lethal failure.

2. In many cases the persons most needing the staging
area protection may be unable to reach that area before their
pathways (corridors or aisleways) become lethal.

3. The organizational and human behavior problems in-
volved in the use of staging areas are significantly more com-
plex than those associated with the traditional total exit &y~
proach. There are no model programs or other guidance
on how to use staging areas, and on what to expect whe::
they are used. There is a distinct need for more research
in this area.

4. The operation of a properly-designed sprinkler syster
eliminates the life threat to all occupants, regardless of thei
individual abilities, and can provide superior protection for
peopie with disabilities, as compared to staging areas.
Human Considerations

Designing and installing elevators that can be used safely
during a fire is only half the job. The elevators are part of
an evacuation system that includes a security staff who can
direct the evacuation and building occupants who must ' -
willing to use the elevators. Failure to address all aspe:i:
of the system during the design phase can lead to problems
that may be difficult and expensive to remedy, which is the
normal consequence of ignoring vital aspects of any system
during its design.

There are several obstacles to getting building occupants
to use elevators in fire emergencies. First, there has been
a 20-year campaign to teach people not to use elevators :.»
fires. Secondly, occupants may not have confidence that the
elevators will operate as planned. Also, people have strong
needs to exert controi over their own fate and relying on ele-
vators decreases such control.

On the other hand, the use of elevators should be appea!
ing for several reasons. People tend to leave buildings by
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the same route they used for entering: those who used ele-
vators to arrive at their desired destination will tend to return
by the same means. If the occupants are on an upper floor,
the physical effort required to leave the building by stairs
might encourage elevator use. The congestion on the stairs,
especially if the evacuation is not phased by floor, might be
very unpleasant.

Training the occupants is very important. Training sessions
should address the fears of the occupants. It should be ex-
plained to the occupants how the system works. The need
for priority access to stairs and elevators should be ex-
plained. Special features and subsystem backups that help
assure the safety of those using elevators to evacuate the
building should be discussed. In large buildings, potential
congestion problems on the stairs should be described.

The training should also cover the required actions of
those being trained. The occupants shouid be told how they
will be informed regarding when and how to evacuate. The
responsibility, if any, of occupants to assist other occupants
with disabilities should be described. This information should
also be given to all occupants in the form of a written fire
emergency plan.

Concerns that the system will not work in a emergency
will be a continuing problem. These concerns will be less
intense in buildings that are generally well managed and well
maintained. Good management engenders confidence. Up-
to-date, written fire emergency plans will also help foster
confidence.

The emergency team, including the security staff, must
control and direct the evacuation whenever there is a phased
evacuation or the elevators are used to evacuate some of
the occupants. (Some of this function may be assumed by
tirefighters after their arrival. It is assumed that those near
the fire will have evacuated or moved to a safe area prior
to the arrival of the fire department.) There are two aspects
of this responsibility. .

There is a need for a command center to coordinate the
evacuation.” If there is a phased evacuation using stairs, the
priorities for stair usage must be assigned. When elevators
are used, the priority assignment of the elevators to fioors
must be made. If some of the general building population
is to use elevators, it is likely that the assignment of occu-
pants to elevators or stairs will be made by the control center,
based on the location and severity of the fire. The dynamic
nature of the fire emergency might require changes in
priorities and assignments.

Varying degrees of automation are possible when coor-
dinating the use of elevators to evacuate building occupants.
At one extreme, the system could be fully automated, without
the use of elevator operators; a computer program would
determing the routing of the elevators. At the other extreme,
the system could operate entirely under manual control. Con-
trol room coordinators would determine the routing and they
would telephone instructions to elevator operators, using
emergency phones. Each approach has its advantages and
disadvantages. For example, automation permits immediate
use of the elevators without waiting for the emergency opera-
tors to arrive. On the other hand, manual operation takes
advantage of the ability of people to respond to unanticipated
problems. The best balance between automation and manual
operation would differ among buildings$ and might change
as we gain experience. However, any automated portion of
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the system should have manual backup. There is also a need
for a group of monitors or wardens who will give direction
and information directly to the building’s occupants.

All those manning the control room, and all monitors and
wardens, must be fully trained. This includes frequent re-
fresher sessions because fires and fire drills usually are
widely spaced in time, and skills and knowledge can be easi-
ly forgotten. A good training program will also add to the con-
fidence that building occupants have in the system.

The system also must include a communication system
to provide the control room with information and for the con-
trol room to give information, and instructions directly to the
occupants or indirectly through the monitors and wardens.
This communication system needs to be planned during the
design phase of the building to avoid costly changes. This
highlights-the need to design the total evacuation systcm
before the building is built or renovated.

An evacuation system might be designed so that only oc-
cupants who have disabilities may use the elevators during
a fire emergency. Such a system would be simpler than one
where some others will be directed to use the elevator. How-
ever, the need for system design, a control center, wardens,
training, fire plans, etc., applies to both. While occupants
with disabilities have little choice but to use the elevators,
it is important to give them confidence that the elevators will
provide a safe means of evacuation. The evacuation system
cannot be deemed a success if they have serious doubts
about their own safety in emergencies.
industry Concerns

There is a common misconception that elevators canno
be used during building fires. However, firefighters use ele
vators, when appropriate, for evacuation and mobilization o
personnel and equipment during fires as described in the
ASME A17.1 Handbook (Donoghue, 1890). It may be a sur
prise to many people that elevators have been used fo
building evacuation in many fires. Occasionally, during hos
pital fires, elevators located far from the fire have been usec
for evacuation of non-ambulatory patients (for example, the
St. Joseph's Hospital fire [Bryan and DiNenno, 1978]).

Elevators are not automatically taken out of service wher
there is a fire in a building. The elevator code, ASME A17.
(ASME, 1990), requires that elevators only be taken out ©
service when a smoke detector in an elevator lobby or i
the elevator machine room goes into alarm. When one ¢
these detectors goes into alarm, the elevators go into wha
ASME A17.1 and firefighters refer to as Phase | Emergenc
Recall Operation. This operation consists of recalling the
elevators to the discharge floor and opening the elevato
doors. If the alarm received by the elevator system is fror
the discharge floor elevator lobby, the elevator is recaile
to an alternate floor. There is no hazard to people contint
ing to use an elevator until Phase | is activated automatica
ly, provided that the smoke detectors and associated harc
ware operate as intended. The fire department always ha
the option of activating Phase | manually if they need th
efevators. If peopie were on the elevator and Phase | wa
activated, they would be transported nonstop to the abov
mentioned discharge floor.

Phase 1l Emergency In-Car Operation can be activate
after Phase | recall is complete. Phase I operation place
the car under the exclusive controf of an operator in the ele
vator. In current practice, Phase i operation is exclusive!
used by firefighters. However, the ASME A17 Committee ha

recognized the need to use elevators in Phase Il to evacual
Continued overie:



\

Make This
Your Last
Replacement

Install A -
Lincoln
Phone

ADA Compliant

Vandal Resistant

> Tough 16 Guage Stainless Steel Enclosure
« Single Push Button Operation

s Automatic‘DiaHng

> Large Raised Letters & Braille ldentification
«~ LED To Indicate Help Is On The Way

> Choice Of Flush Mount Or Surface Mount

Call or write for information and prices

Lincoln Land

INC.

‘ ¢
A
A‘\ ENTERPRISES,

108 KENNEDY COURT -« EAST PEORIA, ILLINOIS 61611
FAX: (309) 699-7806 PHONE: (309) 699-0309

Your Authorized Distributor Is:
PARTS
SPECIALISTS
INC.

Call Us TOLL FREE At:

Hade ‘75,

_/

k 1-800-598-2444

72 June 9 Elevator World

FIRE EVACUATION _____ camiced rom cverion

people with disabilities in fire emergencies since the eaily
1980s. Accordingly, the elevator code (ASME, 1990) states
that Phase Il is ‘‘for use by trained emergency service per-
sonnel only.” Thus, Phase Il could be used by trained build-
ing personnel or by the fire service for evacuation of the
disabled. Of course, any such elevator evacuation would
need the cooperation and participation of the fire service.

There is concern with the environment the elevator is ex-
posed to during a fire. There are problems with smoke,
elevated temperature, water and reliable power. It is well-
known that smoke can damage electronic componé::ts
of elevator systems. Concerns with elevated temperatuic
operation were discussed at the ASME Symposium on
elevators and Fire (Robibero, 1991; Madison, 1991; Marchitio,
1991). During fire incidents elevator machine room HVA(C
is typically shut down. While the ASME A17 Committee is
writing requirements to address a safe shutdown of elevaior
equipment due to high ambient temperatures, the A17 Cam-
mittee has no direct control over elevator machine room
heating and cooling requirements.

There are documented cases of power loss due to the fire
incident. At the MGM Grand Hotel fire (ASME A17 Com-
mittee, 1984), the normal/standby power transfer switches,
which were located some 20 floors above the fire; exploded.
Electric power to the elevators was also reportedly lost in
the early stages of the fire at the 1ist Pennsylvania Bank
Building in Philadelphia.

As previously stated, it is technically possible to Luilc
elevators with water-protected components. The question
arises as to how these water-resistive components are to he
tested. Currently, elevators are subject to a rigorous inspec-
tion and test procedure (ASME, 1990). The excellent safety
record of elevator equipment is in part due to an ongoing,
program of assuring the equipment is properly maintained.
Reliability is proven by testing for continued conformance
with code requirements. However, it does not seem practical
to test water resistance this way. To test water resistance
the hoistway would have to be flooded with water or some
kind of water spray would have to be used. Such tests have
a significant probability of water leakage from the hoistway
and resuiting damage to the interior finishes and the struc
tural, mechanical, electrical and fire protection systems. hus
water resistance testing does not seem practical.

One must consider that there are thousands of differen
elevator components that would have to be protected fron
water. The enclosures for these components are not uni
versal from manufacturer to manufacturer. The enclosure:
from a single manufacturer even vary from system to sys
tem. Many of the components are subject to routine inspec
tions and maintenance. Thus, the enclosures are routinel
opened. If they were waterproof, a new gasket would prot
ably be required every time the cover was removed. Th:
logistics of stocking and supplying the necessary gasket
is not practical.

Without some kind of test of water resistance, component
could degrade or be damaged from years of use. Whe
these components are in contact with water during a buildin
fire, an elevator system failure is highly probable. Thus, pre
venting water from entering the elevator hoistway seems
preferable solution.

The operation of elevator evacuation for the general pop
Jation is very complicated and automatic control for such



system also would be complicated. Validating such an auto-
matic control algorithm would require development of new
computer software for people movement simulations during
fires. The complexity of this approach is a concern, because
of the implications about successtul operation. One concern
is the potential for people to overload the elevator. Overload-
ing, if detected before the car moves, would shut the car
down at the floor. If not detected, it could cause the car to
overspeed, actuating the car safeties. Passengers couid be
trapped in the car. Another concern is door reversal devices
keeping the doors open when people obstruct the path of
the closing doors.

A simpler approach would likely succeed. An elevator sys-
tem for evacuation of the disabled only using manual opera-
tion under existing Phase Il operation may be an appropriate
starting point.

The longer the environment in which the elevator must
operate is maintained in a normal state, the longer normal
elevator service can be maintained. if smoke does penetrate
that environment, the elevator will automaticaily go on Phase
| Emergency Recall Operation. During normal operation, the
newer elevator control systems will recognize the increased
down traffic and down peak operation will be implemented.
Open Discussion

During the open discussion, the participants addressed
the protection needed for elevator evacuation, elevator con-
trols, the human behavior challenges, the water probiem and
future directions. Much was learned from this exchange.
While there were no votes on specific issues, it seemed that
the following points were agreed upon by most of the group.
System Concept

For an elevator evacuation system, enclosed elevator lob-
bies are needed to protect waiting persons from fire and
smoke. The elevator evacuation system would include the
elevator system, elevator lobbies, hoistway and machine
room. This system needs to be protected from heat, smoke,
water and loss of power. Even though protection from heat,
smoke and loss of power are significant engineering chal-
lenges, these areas probably do not need research. How-
ever, the extent of the water problem is not known.

it was agreed that the fire protection community should
have the ability to use such an elevator fire evacuation sys-
tern as one of many tools (sprinkiers, compartmentation, etc.)
to protect life in new and remodeled buildings.

Water Problem

The New York City Fire Department and the ASME A17.1
Emergency Operations Committee are developing a test pro-
gram to evaluate effects of water entering elevator hoistways.
The goal of this program is to evaluate reliability of fire-
fighter’s service under conditions encountered during a fire.
While the source of funding for this project is unknown, such
an effort is needed as a first step to evaluate the extent of
the water problem. Any evaluation of the water problem
should take into account the presence of water in the hoist-
way indicates that water has probably been put on the fire.
This would suppress the fire or extinguish it. In either case,
the threat to life is considerably reduced. Consideration may
be needed to taking elevators out of an evacuation mode
if water is detected in the hoistway. It seems the water prob-
lem is the same for elevator systems used for evacuation
ot the disabled only and those used for evacuation of the
general population. Further research is needed concerning
the extent of the water problem, and potential solutions need
to be developed and evaluated.

Continued ovecteal
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FIRE EVACUATION

Manual and Automatic Controls

Both manual and automatic elevator controls are possi-
ble. Manual controls are much simpler and existing Phase
I manual controls can be used for fire evacuation of thr
disabled. Automatic controis could be put into an evacua -
tion mode without waiting for a person to operate the el
vator. This advantage would be important for elevator evac-
uation of the general population but probably not for elevator
evacuation of the disabled. Because of the compiexity of
automatic controls, there is a concern about controls mal-
functioning and trapping passengers. Another concern is
overcrowding of the car so it does not move or causes a sa%:
ty activation, trapping passengers.

Using manual controls for Phase I, the small numbe:

Continued from overieal

~ people with disabilities anticipated in most buildings could b

evacuated from floors near the fire quickly. Because of thc
complex movement of people during fire emergencies, further
research is needed to develop and evaluate the algorithms
needed for automatic control of the general population.
Sprinklered and Unsprinklered Buildings

Much of the discussion and thoughts were about elevat:
evacuation in sprinklered buildings. Considering that most
new buildings are sprinklered, this seems appropriate. How-
ever, the idea that development of elevator evacuation should
be limited to sprinkiered buildings is not appropriate.

There is a considerable stock of unsprinklered buildings
in the United States. If elevator evacuation is developed for
sprinklered buildings, it is likely that it will be considered for
some of the unsprinklered buildings. It was generally agreed
that the levels of protection for elevator evacuation systems
should be higher in unsprinklered buildings than in sprir-
kiered buildings. If the development of elevator evacuation
were limited to sprinklered buildings, then designers and
code officials would have no guidance in dealing with un-
sprinklered buildings. Thus, unsprinkiered buildings need
to be included in the development of elevator evacuation.
Institutional Challenges

If a generally-accepted elevator evacuation system is
developed, it will require the involvement of many institu-
tions and organizations (including the maodel codes, NFPA,
ASME A17 and the fire service). Codes and standards will
need to be modified to accept the new system. Involvement
of the fire service will be essential to assure that the system
meets their needs.
Operational Challenges

If elevator evacuation systems are developed, operatior

- of these systems will include challenges of planning, train-

ing and maintenance. These challenges are significantly
more complex for elevator evacuation of the general popula
tion than they are for only people with disabilities.
Future Direction

Appiication of elevator evacuation for the disabled popula
tion only is much simpler than for the general populatior
and is the next logical step. Such an application could con
sist of moditying an existing building or incorporating elevato
evacuation into a new design. Such a project would neex
the sincere cooperation of owners, designers, contractors
code officials and the fire service. Additional informatio:
about water protection is needed and research about wate
protection could be part of the project. Design of the projec
should include input of human behavior experts, and huma
behavior tests of the system during fire drills is needed t



ensure that people can use the system. Acceptance tests are
needed to determine that the system physically performs as
envisioned. Based on what is learned in this step, an appli-
cation for the general population could follow.

Summary

a. The fire protection community should have the ability
to use elevators for fire evacuation as one of many tools
(sprinklers, compartmentation, etc.) to protect life in new and
remodeled buildings. In order for an elevator to be used for
evacuation, it should be protected from heat, smoke and
water. Phase |l operation can be used for fire evacuation.

b. Further research concerning the extent of the water
problem, and development and evaluation of potential solu-
tions is needed.

c. While elevator evacuation technalogy may be primarily
aimed at sprinkiered buildings, information about elevator
protection in unsprinkiered buildings is also needed.

- d. Application of elevator evacuation for the disabled only
is much simpler than for the general population, and is the
next logical step. Based on what is learned in this step, an
application for the general population could follow. O
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